
Mounting Position:
Heel Inclinometer Mounted on Forward Bulkhead.
Trim Inclinometer Mounted on Port Bulkhead.

S
A
L
E
S
 D
R
A
W
IN
G
 O
N
L
Y

N
O
T
 T
O
 B
E
 U
S
E
D
 F
O
R
 M
A
N
U
F
A
C
T
U
R
E

SCALE

NTS
UNLESS OTHERWISE STATED DIMENSIONS ARE IN

MILLIMETRES  /  INCHES

TITLE

Haywards Heath,West Sussex RH16 1TW
ph: 44 (0) 1444 410040 f: 44 (0) 1444 410121

http://www.psmmarine.com
Instrumentation Ltd

DRAWING NO

A4
SHT 1

OF 1

IS
S
U
E

D
R
A
W
N

D
AT
E

D
C
R

C
H
E
C
K
E
D

S-001367-1000-GA

A

13
-0
3-
20
12

S
A
L

+

-
2
4
 V
d
c

S
u
p
p
ly

M16 Cable Glands

A
B

M
o
d
b
u
s

C
o
m
s In

Inclinometer

M
o
d
b
u
s

C
o
m
s In

A
B

Modbus Inclinometer
            Module

B

18
-0
2-
13

S
A
L

FwdAft

Port

Stbd

Inclinometer Mounting Orientation

Trim

H
e
e
l

20
0

160

24
0

200

240

16
0

ENCLOSURE SIZE
200(W)x200(H)x150(D)mm


